Non-Accessible Ceiling Space

Gypsum Wallboard

1 1/4" Conduit with pull string homerun to nearest Telecommunications Room, Cable Tray or continuous accessible cabling path back to the Telecommunications Room.

EMT Plastic Bushing (Orange in color)

4" Sq x 2 3/4" Deep Backbox with 2-gang Plaster Ring

1" EMT Conduit

Finished Floor

STANFORD UNIVERSITY COMMUNICATIONS SERVICES

Drawing Title: Conduit Stubs Accessible Ceilings Multiple TSO

Scale: NTS  Check: JEO/GDK  Rev. By:  Rev. Date: 01/22/10

DWG., CM-06