Conduit shall extend 4' above finished floor.

4'x8'x3/4" Fire Rated Plywood, 6" above finished floor.

B-Line Strut Mount conduit clamp PN B2016.

B-line B22TH Strut Channel.

Wall

Cross Section of Floor

Conduit shall extend 9' 3" above the finished floor.

Plastic Bushing Orange in Color

Typical Vertical Strips

STANFORD UNIVERSITY COMMUNICATIONS SERVICES

Drawing Title: Typical Vertical Strips

Scale: NTS

Check: JEO/GDK

Rev. By:

Rev. Date: 01/22/18

CM-08

DWG.