The 4" iron pipe shall be coated with zinc chromate primer before installation and painted white.

The 4" iron pipe shall be coated with zinc chromate primer before installation and painted white.

Bollards required or as shown on drawing.

Detail applies to fire hydrant and fire department connection (FDC).

Note:

1. Detail applies to fire hydrant and fire department connection (FDC).

36" (MIN) CLEARANCE FROM HYDRANT (TYP)

4" DIA. PIPE (TYP.)

(SEE SECTION VIEW FOR INSTALLATION)

4" WIDE RED REFLECTORIZED TAPE

GROUND LINE

EDGE OF PAVEMENT OR PLANTING AREA WITH NO CURB.

STREET, SERVICE ROAD, OR PARKING AREA