#10 AWG/THHN ANODE CABLE, (BLACK)

BRONZE GROUND CLAMP

COPPER WATER LATERAL

PVC MAIN

MAGNESIUM ANODE

NOTES:
1. DIELECTRICALLY ISOLATE THE SUBJECT STRUCTURES FROM ALL OTHER UNDERGROUND METALLIC STRUCTURES, INCLUDING CONCRETE REINFORCEMENT REBAR.
2. UP TO 5 FITTINGS WITHIN 25 FEET OF EACH OTHER MAY BE BONDED TOGETHER.

ANODE TEST STATION – LATERAL