1. WATER METER INSTALLED BY WATER SHOP

2. POC

3. PRESSURE REGULATOR - SEE FDG IR-02

4. LAKE WATER FILTER IN APPROVED ENCLOSURE - SEE FDG IR-03

5. MASTER VALVE - SEE FDG IR-05

6. FLOW SENSOR 10X DIAMETER UPSTREAM, 5X DIAMETER DOWNSTREAM - SEE POC IR-06

NOTES:
1. CONTROLLER LOCATION TO BE APPROVED ON SITE.
2. COMPONENTS IN #1 THROUGH #6 WILL BE 2" MINIMUM UNLESS APPROVED BY GROUNDS SERVICES.
3. 2" DIAMETER MAINLINE MINIMUM REQUIRED THROUGHOUT SYSTEM.