NOTES:
1. PROVIDE MINIMUM 18" RADIUS (OR 36" X 36" SQUARE) CLEARANCES.
2. DW & SS SUPPLY PIPING TO BE INSULATED FOR ALL OUTDOOR EYE WASH / SAFETY SHOWER INSTALLATIONS.
3. MFG by HAWS OR GUARDIAN OR APPROVED EQUIVALENT
4. COMPLY WITH ANSI Z358.1
5. WATER SHALL BE DELIVERED BETWEEN 60 - 100F

STANFORD UNIVERSITY FACILITY OPERATIONS

Drawing Title: SAFETY SHOWER AND EYE WASH

Scale: NTS Check: PHONG LE Rev. By: OG Rev. Date: 03/13/19