3-WAY ELECTRONIC CONTROL VALVE SHOWN FOR PNEUMATIC N.O.-THROUGH PORT A AND BYPASS THROUGH B SEE NOTES

MANUAL AIR VENT AT HIGH POINT

UNION (TYP) BRASS NO DIALECTRIC SEE NOTE 6

NOTES:

* 1. SUPPLY WATER PIPED TO LEAVING AIR SIDE OF COIL TO ACHIEVE CONTERFLOW HEAT EXCHANGE.

* 2. RETURN OFF TOP OF COIL HELPS ELIMINATE AIR BUBBLES.

3. REFER TO CONTROL DRAWINGS <CONTRACTOR> FOR SPECIFIC VALVE PORT DESIGNATIONS.

4. REFER TO MECHANICAL PLANS FOR PIPE SIZES.

5. USE BALL VALVES FOR 2" & SMALLER PIPES AND BUTTERFLY VALVES FOR 2-1/2" PIPES & UP.

6. FLEX CONNECTORS REQUIRED ON EXTERNALLY ISOLATED COIL UNITS.

7. USE MEMORY STOP BALL VALVE.

* UNLESS SHOWN DIFFERENTLY IN MANUFACTURE'S LITERATURE.