HHW System

FLOW SWITCH (10 SEC.)

FLOW SWITCH DWYER INSTRUMENTS
GVS-111 SOLENOID REDHAT 120VAC
NORMALLY OPEN

PORT VALVE
BALL IPS

BY PASS
UNION
NC
BY PASS

2" TEST VALVE
PIPED TO DRAIN

HHW LEAK DETECTION
CONTROL PANEL
(12" x 12" MIN.)

HHW LEAK DETECTION PANEL
PROVIDED BY STANFORD FAC.
PROVIDE 120V POWER TO PANEL,
(EMERGENCYPOWER IF AVAILABLE.)

NOTES:
NC = NORMALLY CLOSED
NO = NORMALLY OPEN

STANFORD UNIVERSITY FACILITY OPERATIONS

Drawing Title: MAKE UP WATER AUTOMATIC SHUT OFF AND ALARM SYSTEM

Scale: NTS  Check: PHONG LE  Rev. By: OG  Rev. Date: 03/13/19