NOTES:

1. LOGSTOR RECOMMENDED EXPANSION FOAM PADS TO BE INSTALLED AT ALL PIPE BENDS AS SHOWN IN PLANS OR AS DIRECTED BY ENGINEER. SEE DETAIL MS-75

2. SEE MS-69 FOR TYPICAL TRENCH DETAILS

3. CONTRACTOR TO VERIFY THAT BACKFILL PROCEDURE DOES NOT PRE-COMPRESS FOAM PADS.

4. WRAP EXPANSION FOAM PADS WITH 10 MIL POLYETHYLENE OR OTHER APPROVED FABRIC TO PREVENT SAND INTRUSION INTO OPENING BETWEEN PADS

UNDISTURBED EARTH

SELECT BACKFILL MATERIAL (SAND)

SEE NOTE 4

SEE DETAIL 20/6

EXPANSION FOAM PADS

6" MIN (150mm)

SEE NOTE 4 BELOW AND MS-75

FILL VOIDS UNDER PIPE WITH SELECT BACKFILL MATERIAL (SAND) (TYP)

6" MIN BETWEEN EXPANSION FOAM PADS AND TRENCH WALL

EXISTING GRADE