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Abstract—Two-phase forced convective flow in microchannels
is promising for the cooling of integrated circuits. There has been
limited research on boiling flow in channels with dimensions below
100 m, in which bubble formation and flow regimes can differ
from those in larger channels. This work develops single and multi-
channel experimental structures using plasma-etched silicon with
pyrex glass cover, which allow uniform heating and spatially-re-
solved thermometry and provide optical access for visualization of
boiling regimes. Boiling was observed with less than 5C of super-
heating in rectangular channels with hydraulic diameters between
25 and 60 m. The channel wall widths are below 350 m, which
minimizes solid conduction and reduces variations in the heat flux
boundary condition. Pressure drop and wall temperature distribu-
tion data are consistent with predictions accounting for solid con-
duction and homogeneous two-phase convection. [651]

Index Terms—Heat exchanger, microchannel, two-phase
cooling.

I. INTRODUCTION

T WENTY years ago, Tuckerman and Pease [1] predicted
that single-phase forced convective cooling in microchan-

nels should be feasible for circuit power densities of more than
1000 W/cm, and demonstrated a microchannel heat sink that
removes 790 W/cmwith 71 C temperature increase at 600
mL/min flow rate. While subsequent research has focused on
modeling and optimization of single-phase liquid microchannel
heat exchangers [2], [3], the more complicated physics of
boiling flow in microchannels has received little attention.
Boiling convection is promising because it requires less
pumping power than single-phase liquid convection to achieve
a given heat sink thermal resistance. Penget al. investigated
flow transition and heat transfer in V-shaped microchannels
with hydraulic diameters ranging from 200 to 600m [4],
[5]. Jiang et al. studied phase change in diamond-shaped
microchannels with hydraulic diameters less than 100m [6].
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Peleset al. proposed a one-dimensional (1-D) flow model
with flat evaporation front dividing the liquid and vapor into
two distinct domains based on their experiments with 50 to
200 m hydraulic diameter channels [7]. Other experimental
studies have focused on microchannels with larger hydraulic
diameters [8]–[10]. However, more research is needed to better
understand the behavior of boiling flow regimes in channels
with diameters below 100 m, in particular the impact of the
small dimensions on bubble nucleation and the heat transfer
coefficient.

In our previous study [11], nucleate boiling was observed in
55 m hydraulic diameter microchannels. In order to study the
phase change as well as heat transfer in microchannels in more
detail, we developed single and multichannel devices which are
designed to minimize variations in the heat flux boundary con-
ditions and preheating of the fluid before entry into the channel.
This is achieved by reducing the channel wall thickness and
modifying flow entrance geometry. The microchannels are in-
tegrated on a bridge structure with a single resistor on one side,
which serves as both a heater and a series of thermometers.
Channel width ranges from 20 to 50m, with 50 to 100 m
in depth, giving a range of 25 to 60m hydraulic diameters. A
glass slide seals the channels and provides optical access to the
internal flow conditions.

We developed simulation models for single and two-phase
flow heat transfer using finite volume method. Both homoge-
nous flow model and annular flow model were used in two-
phase simulation, and the theoretical predictions were compared
with experimental results. The homogenous model results are in
better agreement with experimental data.

II. DESIGN

Fig. 1 shows the schematic of the test device. The overall
dimension is 2 by 6.5 cm. The narrowed bridge design helps to
concentrate the heat flux from the resistor to the microchannel
region. The outlet is formed in a 3 by 3 mm pad at the end of
the channel so that the outlet fluid temperature can be measured
with a thermocouple before there is significant heat loss to the
surrounding silicon.

Fig. 2 provides more detailed views of the design of the
channel region. A 600 -m wide, 250 - m deep reservoir is
defined at the inlet, with a 2-mm-long entrance region [see
Fig. 2(a)]. The entrance region is a part of the microchannel,
but not covered by the heater. This design helps to reduce the
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Fig. 1. Schematic of the test device, showing arrangement of inlet and outlet
ports and the narrow free standing, instrumented microchannel.

(a)

(b)

Fig. 2. Close-up views of microchannels and resistors. (a) Single channel
design. (b) Resistors on a multichannel design.

TABLE I
STRUCTURAL PARAMETERS

preheating of the fluid. There is a similar exit region at the
outlet. A single resistor [see Fig. 2(b)] is formed on the back
side of the channel by ion implantation to single crystal silicon.
The resistor is divided into nine segments and functions as
both a heater and nine thermometers in series. When a current
is applied to the resistor, the resistance change of individual
segments, corresponding to the change of wall temperature,
can be measured by recording the voltage across each segment.

In order to study phase-change in microchannels and boiling
uniformity across a group of channels, we have developed both
single-channel and multichannel test devices. Design parame-
ters are listed in Table I.

III. FABRICATION

For the current micro-scale heat transfer test devices, we have
selected 4-inch, N-type,100 orientation, 400 -m thick, and

(a)

(b)

(c)

(d)

(e)

(f)

Fig. 3. Schematic of fabrication process. (a) Forming the resistor by ion
implantation and anealing. (b) Depositing Al pads as contacts (10 in reality).
(c) Front side DRIE etching reservoir and outlet. (d) Etching microchannels.
(e) Back side etching inlet/outlet through holes. (f) Schematic of fabrication
process.

1000 - /cm resistivity silicon wafers as substrates. As shown in
Fig. 3, fabrication process begins with ion implantation to form
the resistor on the back side. Boron is implanted to the resistor
region at 1e16 ions/cmdose and 40 keV energy, with 1.6m
photoresist as mask. The dopant is then activated and driven in
with 15-min wet oxidation at 1100 C, followed by a six-hour
annealing at 1150 C. The process forms about 2700 Å sil-
icon dioxide to protect the resistor; with approximately 8m
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(a) (b)

Fig. 4. SEM images of microchannels. (a) A 40 by 100�m single-channel
design. (b) A 40 parallel 40 by 100�m multichannel design.

junction depth, and 18 / sheet resistance. The deep PN junc-
tion with high substrate resistivity can dramatically increase the
break-down voltage, which is higher than 100 V in this case.

Next, contact windows are opened through the oxide layer
and 99% aluminum with 1% Si is deposited as contacts. Since
boron oxide may form during the high-dose annealing process,
an argon etch prior to deposition is strongly recommended to
form a good contact. After aluminum etch, a freckle etch is per-
formed to remove aluminum freckles from the substrate surface
to prevent shorts between contacts. Then the contact is finished
by a one-hour forming gas anneal (10% Hand 90% N) at
400 C.

The process is then continued with etching the reservoirs and
channels from the front side. The 250-m-deep reservoir and
outlet are first DRIE etched into the substrate. Then 7m thick
photoresist (e.g., SPR220-7 or AZ4620) is used as the channel
etching mask, which is thick enough to cover the 250-m-deep
trenches. Channel etching stops at desired depth by a timed etch
and inspection, as shown in Fig. 4. Next, the device wafer is
bonded to a support wafer with photoresist and etched through.
Finally, the device chip is anodically bonded to a prediced Pyrex
7740 piece.

IV. EXPERIMENTAL SETUP

As shown in Fig. 5, the device is clamped in a fixture with an
internal O-ring to seal the inlet. A pressure transducer is located
at the flow entrance of the fixture. Since the internal flow chan-
nels in the fixture are much larger than the microchannels, the
pressure drop within the fixture can be neglected. The outlet is
open to the air and a 100 -m-diameter thermocouple is fixed
right at the outlet of the microchannel to measure exit water tem-
perature. A constant flow rate syringe pump supplies DI water
to the system.

The data acquisition system consists of a laptop computer, a
16-bit, 16-channel PCMCIA A/D card, and signal conditioning
circuitry. The system is controlled through LabVIEW G pro-
gramming, capable of continuously scanning the 12 signals at
1000 Hz frequency.

Fig. 5. Photograph of experimental setup, showing microchannel sample
mounted in test fixture with electrical connections to the circuit board, and
fluidic connections to a syringe pump and a pressure sensor.

V. EXPERIMENTAL RESULTS

Various devices were tested under constant flow rates. With
these experiments, we aim to verify the pressure variation with
heating input through the initiation of boiling. We also aim to
measure the wall temperature distribution during phase change
as supporting data for our flow model.

Measurement results of two devices are presented here. De-
vice 1 is a 40-channel design, each channel is 20 -m wide and
70- m deep (31–m hydraulic diameter). Device 2 is a 50 -m
wide and 70 - m deep (58 -m hydraulic diameter) single-
channel design. Both results were measured at 0.1 mL/min con-
stant DI wafer flow rate.

A. Thermometer Calibration

Wall temperature change is indicated by the change in resis-
tance of the thermometers. By recording the applied current and
voltage difference across each thermometer, we obtain the resis-
tance, hence the temperature. Temperature-resistance curves of
each of the nine thermometers on every single device are in-
dividually measured and fitted. The resistances are calibrated
by placing the silicon chip in a convection oven with a refer-
ence thermocouple, and recording the resistance changes in each
segment of the resistor as the temperature is raised through the
measurement range of 20 to 140C. Fig. 6 gives a typical fit-
ting curve, which includes measurement data from six calibra-
tion cycles. In all experimental data in the following figures, the
main source of error is uncertainty in the thermometer calibra-
tion, which is about 3 C.

B. Multichannel Device Measurements

Figs. 7–9 give the pressure and local wall temperature
changes against increasing heat power, as well as wall temper-
ature distributions before and after phase change.

In Fig. 7, as we observed before [11], pressure decreases with
increasing power during single-phase flow due to the decrease
in liquid viscosity with increasing temperature. Just after the
onset of boiling, because the density of vapor is much lower
than that of water, the local volume flow rate in the channel
suddenly increases. The resulting acceleration of the mixture
yields a large pressure drop along the channel.
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Fig. 6. Thermometer calibration and fitting curve. This figure shows a typical
temperature-resistance calibration for one of the resistors in our sample. This
figure shows data recorded during six independent calibrations of the same
resistor, illustrating repeatability and linearity.

Fig. 7. Pressure change in a 40-channel device, measured as a function of heat
power for a fixed DI water flow rate of 0.1 mL/min.

Fig. 8. Local wall temperatures of a 40-channel device, measured as a function
of heat power for a fixed DI water flow rate of 0.1 mL/min.

Local wall temperatures are plotted in Fig. 8. Although
boiling is quite uniform across the channels, that is, boiling
occurs at about the same place in each channel, current and
voltage signals at every measurement point begin fluctuating
in time after the onset of boiling. The data also indicate a

Fig. 9. Wall temperature distributions in a 40-channel device, measured at
three heat power levels for a fixed DI water flow rate of 0.1 mL/min. The onset
of boiling occurs at 2.14 W heat power.

slight reduction in wall temperature at the initiation of boiling
for all of the thermometers. This may be due to the local
temperature superheating as a result of nucleation and bubble
departure. However, it may also be due to the effect of pressure
fluctuations. In work presented elsewhere [12], we show that
pressure fluctuations in the microchannel is the main source
of small-amplitude resistance changes through a strain effect.
Therefore, the onset of these fluctuations in the electrical
signals is a very useful indicator of boiling, but the average
resistance measurements become more difficult to interpret as
temperature measurements. Work is ongoing to understand the
relationship between these phenomena in the sensors.

Fig. 9 shows wall temperature distributions at various input
power. The parabolic shape results from the conduction losses
along the walls into the fluid entrance and exit region.

C. Single-Channel Device Measurements

Figs. 10–12 plot the same measurements performed on a
single-channel device. Comparing the results, the pressure
curves in Figs. 10 and 7 are similar, except that the onset of
boiling in the single channel occurs at a lower heat power (1.32
W) than in multichannels (2.14 W). This is due to the larger
heat loss in the multichannel design which will be discussed in
the modeling section.

Because of the large change in the pressure distribution along
the channel as phase change is occurring, boiling instability
could occur if the mass flow rate provided by the pump is cou-
pled with pressure loading. The instability appears as transitions
between flow patterns, that is, at some point after boiling be-
gins, the fluid suddenly changes back to liquid phase, then starts
boiling again. This cycle usually has a long time period of up to
a few minutes. Since the instability affects the flow pattern and
heat transfer, the loading capacity should be considered in pump
design or selection for microchannel heat exchangers.

Fig. 11 plots the temperature changes of the inlet, outlet and
middle point of the channel against increasing heat power. The
data indicate no decrease in the wall temperature after the onset
of boiling. Once again, it should be emphasized that the un-
certainty of the temperature measurements in the two-phase re-



16 JOURNAL OF MICROELECTROMECHANICAL SYSTEMS, VOL. 11, NO. 1, FEBRUARY 2002

Fig. 10. Measurement and simulations of pressure change in a single-channel
device, as a function of heat power for a fixed DI water flow rate of 0.1 mL/min.
Both homogeneous and annular flow model simulations are plotted.

Fig. 11. Local wall temperatures of a single-channel device, measured as a
function of heat power for a fixed DI water flow rate of 0.1 mL/min.

gion is increased due to the transient fluctuations in current and
voltage signals across the thermometers.

The wall temperature profiles in Fig. 12 are also approxi-
mately parabolic, as in the case of the multichannel device. The
highest measured wall temperature was 134C, which is close
to the boiling point of water at the recorded pressure.

Although the phase-change in microchannels is not as
stable as in macroscale channels, all our experiments show
that nucleation and small bubble growth occur in plasma
etched microchannels under 60m in hydraulic diameter. No
surface condition-induced superheating was measured in these
channels. Optical microscopy indicates that the two-phase
microchannel flow is mostly annular flow with a very thin
layer of liquid. Typical bubbly and plug flow observed in
macroscopic channels are absent in these microchannels.

VI. M ODELING

The model integrates macroscopic thermal resistances for the
test system with microscopic finite volumes for internal mi-
crochannel flow. Heat distribution is taken care of in the thermal
circuit model, which predicts the fraction of heat carried away

Fig. 12. Measurement and simulation of wall temperature distributions in a
single-channel device at three heat power levels for a fixed DI water flow rate of
0.1 mL/min. M refers to measurements, H refers to simulation result from the
homogeneous flow model, and A refers to simulation result from the annular
flow model.

Fig. 13. Schematic of the thermal circuit.

by the microchannel flow. A detailed internal flow model that
considers both single and two-phase flow is developed to sim-
ulate pressure and temperature distribution with finite volume
method. By applying energy balance equations and using clas-
sical heat transfer coefficient fittings, the simulation and mea-
surement results are in reasonable agreement.

A. Heat Loss Estimation

A thermal circuit has been developed to estimate the heat loss
in the test system. Heat loss here is defined as the fraction of the
input power that is carried away by anything other than the fluid.

As shown in Fig. 13, the internal fluid flow (single phase) is
modeled as controlled voltage sources (CVS). is the equiv-
alent resistance of convective flow with heat exchange ( ,
where is the mass flow rate, and is the liquid specific heat).
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TABLE II
THERMAL RESISTANCES OF ASINGLE-CHANNEL DEVICE

Nodes 1 through 4 are the average temperatures of inlet reser-
voir, entrance region, microchannel, and the exit region (shown
in Figs. 1 and 2). Nodes 11 through 41 are the average tem-
peratures of the fluid in the corresponding sections, and node
51 is the outlet fluid temperature. to are forced convec-
tive resistances ( , where is convective coefficient, and

is convective area); and represent the sum of de-
vice-system contact resistance, system conductive, free convec-
tive and radiative resistances; is free convective and radia-
tive resistance of the device; , , and are conductive
resistances in silicon ( , where is the length, is thermal
conductivity of silicon, and is cross-sectional area).

Ideally, all heat power, which is modeled as the current
source , should go through (forced convection in the
microchannel) and cause fluid temperature rise. However, there
exists heat loss from the device as well as the system in reality,
which is reflected by the current in other resistors in the circuit.
By simulating the current in all resistors, we can predict the
heat distribution in the system.

The thermal circuit analysis suggests that the system heat loss
due to conduction in silicon can be limited by adjusting the ratio
of to other resistors, that is, changing the geometry of the
test chip. The model has been used to design the dimensions of
the reservoir and channel wall thickness so as to maximize the
thermal conduction resistance in these regions. As an example,
Table II lists the resistance values of Device 2, a 50 -m wide
and 70 - m deep single-channel design, at 0.1 mL/min flow rate.

The thermal resistance for conduction through the silicon be-
tween the resistor and the fluid-wall interface is approximately
0.23 K/W (single-channel) or 0.06 K/W (multichannel), while
the convection resistance into the fluid is never smaller than 3.8
K/W. As a result, the thermometers provide an accurate measure
of the wall temperature.

The model also suggests that increasing flow rate is an
effective method to reduce heat loss. For example, at 0.5
mL/min flow rate, the system heat loss in Device 1 is as low
as 5%, with 5% preheating. However, large flow rates may be
detrimental because the local temporal pressure increase during
phase change is severe in microchannels in this dimension.
Even silicon-glass bonds that survive 500 kPa static pressure
could be broken by the boiling, which has been observed in
our experiments. Therefore, we chose 0.1 mL/min flow rate in
above experiments. Larger flow rates will be tested in future
studies.

Fig. 14. Outlet water temperature measurement and simulation.

The measured and estimated exit water temperature during
single-phase heat transfer experiments on Device 2, are plotted
together in Fig. 14. The measurements and simulations are in
good agreement, indicating that the model accounts well for the
various heat transfer paths in the device. We use this model to
estimate the fraction of the system heat loss to the fixture and
environment as well as the fraction of the heat carried away by
the fluid.

At 0.1 mL/min flow rate, the estimated system heat loss for
Device 1 (40-channel design) is 39%, with 20% lost to pre-
heating of inlet water. The system heat loss for Device 2 (single-
channel design) is 26%, with 12% lost to preheating.

With the thermal circuit model, we have an accurate descrip-
tion of the heat transfer in the system during single-phase fluid
behavior. Therefore, we can now focus on the heat transfer in-
side the microchannel in the two-phase case.

B. Phase Change Simulation

A 1-D microchannel flow and heat transfer simulation is de-
veloped for comparison with the experimental results [13]. The
simulation numerically solves energy equations for heat con-
duction in the silicon wall and convection by the fluid, with
boundary conditions dictated by the heat loss to the environ-
ment. The simulation uses the finite volume method and con-
siders the temperature and pressure dependence of the liquid
and vapor properties based on correlations to tabulated data.

The simulation is 1-D in the direction along the channel and
uses average local temperatures for the solid wall and the fluid,

and , respectively. The energy equations are

(1)

(2)

where is the coordinate along the channel, is the channel
wall cross-sectional area,is the perimeter of the channel cross
section, and is the pitch of one channel. The fin effectiveness,
, accounts for the temperature variation normal to the heat sink

within the local channel walls. is the thermal conductivity of
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silicon, is the mass flow rate, and is the convection
coefficient for heat transfer between the channel wall and the
fluid. The fluid enthalpy per unit mass,, for two-phase flow
is expressed in terms of local fluid quality, which is the mass
fraction of the vapor phase, using

(3)

where subscriptsand refer to liquid and vapor phase in two-
phase flow, respectively. Equation (1) accounts for heat conduc-
tion along silicon wall in the first term, convection heat transfer
rate in the second term, and the natural convection heat loss to
the environment using the resistance in the third term. Ra-
diation heat loss is neglected due to its very small magnitude.
The fluid flow equation (2) relates the change of the average
enthalpy density of the fluid against the heat transfer rate into
the fluid from the channel walls.

Two flow models are proposed for the two-phase regime. A
homogeneous flow model assumes that the liquid and vapor
have the same velocity at every position. The other approach
is annular two-phase flow model, which assumes that a thin,
slow-moving liquid film surrounds a rapidly moving core of
vapor. The data of Stanleyet al. [14] for heat flux and friction
coefficient for two-phase flow along channels of comparable di-
mensions lend more support to the homogeneous flow model.
The pressure distribution is governed by

(4)

for the homogeneous model and by

(5)

for the annular model, respectively.is the density of the liquid-
vapor mixture, is the density of vapor phase,is the globally
averaged friction factor, and is the channel hydraulic diam-
eter. The mass flux is related to the mass flow rate by

, where is the cross-sectional area of the flow
passage. is the liquid film thickness, is the shear stress at
liquid-vapor interface in annular flow model, andis void frac-
tion, which is the ratio of the vapor flow cross-sectional area to
the total flow cross-sectional area. The friction factorand the
convection coefficient are taken from experimental correlations
and are discussed in detail in [13].

The experimental data are compared with the simulation re-
sults in Figs. 10 and 12. Fig. 10 shows reasonably good agree-
ment between predictions and measurement data for the pres-
sure drop as a function of applied heat power, particularly for
the homogeneous model. The decreasing of the pressure drop
with increasing power for powers below 1.32 W results from
the decreasing viscosity of the purely liquid phase. The calcula-
tions underpredict the pressure drop in this regime due to fluid
preheating in the inlet reservoir. The pressure increase with in-
creasing power in the two-phase regime results from the accel-
eration of the evaporating liquid into the vapor phase. The an-
nular flow model yields less pressure drop than the homoge-
neous model since it does not include the mixing effect on pres-
sure drop.

Fig. 12 compares predictions and experimental data for the
wall temperature distribution along the channel. Relatively poor
agreement exists in the middle of the channel for 0.61 W power
and the entry region for 2.12 W. The deviation for 0.61 W almost
certainly results from an error in the value of the environmental
thermal resistance, in (1). The deviation for 2.12 W is
probably due to the effects of liquid preheating. The simulations
are reasonably effective at predicting the temperature magnitude
and the onset of boiling. Although they do not provide sufficient
detail to choose between the annular and homogeneous models,
the pressure drop data lend support to the homogeneous model.
Since the pressure field evaluated by the annular flow model is
lower than that of homogeneous model, its corresponding satu-
rated-temperature field is also lower than that of homogeneous
model. The qualitative agreement provides support for the con-
vection coefficient correlation, which has not previously been
applied to channels with hydraulic diameters below 500m.

VII. CONCLUSION

We have developed silicon test devices with nearly-constant
heat flux boundary conditions to study forced boiling convec-
tion in microchannels. Rectangular channels with hydraulic
diameters between 25 and 60m and aspect ratios between 1
and 3.5 were fabricated and tested, and we recorded the pres-
sure and wall temperature distribution during phase change. A
thermal circuit model and a detailed two-phase microchannel
flow model yielded predictions in reasonable agreement with
the measured pressure drop and wall temperature distribution.
Both models should prove very useful for microchannel design.
The experiments show that boiling occurs in plasma-etched
microchannels with these dimensions without excessive super-
heating.
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